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1. INSTALL 3 PHOENIX TYPE UDK4 (STOCK NO.
A—-55602) TERMINAL BLOCKS ON EACH MAGNET
LEAD TERMINAL BLOCK ASSEMBLY.
2. LABEL CABLE WITH CABLE NO. (LR3004__) AT
BOTH ENDS. D
3. ADD 120V AC LEAD HEATER” LABELS NEXT
TO TERMINAL BLOCKS.
4, ALL CABLES ARE 2/C AWG 14 TC CABLE.
5. HEATER IS 120V AC, ABOUT 60W PER MAGNET.
6. USE 15A GFCI CIRCUIT BREAKERS.
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