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I004B H/V QUAD OFFSET I004B INSERTION DIPOLES
- R4BOFF2 RYBOFFI 7 R4BD3 , R4BD2 R4BD! R4BDY
Quench Protection Quench Protection Quench Protection Quench Protection Quench Protection
QP06 QP06 QPIO QPIll QPIl
y-gtrim-gp b-gtrim-gp b4-dh0-gp b4-dhx-gp y4-dhO-gp
QPAIC: Al QPAIC: Al QPAIC: Al QPAIC: Al QPAIC: Al
QPAIC Port: J5B QPAIC Port: J2A QPAIC Port: JIB QPAIC Port: JIA QPAIC Port: J5A
(NOT TO SCALE) (NOT TO SCALE) (NOT TO SCALE) (NOT TO SCALE) (NOT TO SCALE)
Agilent MultiMeter and GPIB-ENET Box
GPIB-ENET BoxAddress: gpibl8.pbn.bnl.gov
Yellow H/V Quad Offset In: YHVO Blue H/V Quad Offset In: BHVO " B03/04-PS3 “In: b4.dh0.i-BMD BO3/04-PS2 In I: bY4.dhx.i-BMD Y03/04-PSI In: y4.dh0.i-YMD |Insertion
y-qtrim-ps wfg: cfe-Ub-ps2.I0 b-qtrim-ps wfg: cfe-Ub-psl.I0 b4-dh0-ps wfg: cfe-Ub-psl.fl b4-dhx-ps In | wfg: cfe-Yb-psl.el y4-dhO-ps wfg: cfe-4b-ps2.el | Dipole
300A @ 40V 300A @ 40V 600A @ 20V 2000A @ 20V In 2: b4.dh0.i-BMD 2000A @ 20V ,
In 2 wfg: cfe-Ub-psl.fl Link Box
S = RI9-F-J8 S = RO7-F-J8 S = RO7-C-JI2 S = RO7-C-J4 S = RI9-C-J4
I = RI9-F-J9 I = RO7-F-J9 I = RO7-C-JI3 I = RO7-C-J5 I = RI9-C-J5
V = RI9-F-Ji0 V = RO7-F-JIO V = RO7-C-JI4 V = RO7-C-Jéb V = RI9-C-Jb
D = RI9-F-Jll D = RO7-F-Jll D = RO7-C-Ji5 D = RO7-C~-J7 D = RI9-C-J7
Node Card Port: 10-8 Node Card Port: 10-7 Node Card Port: lI-3 Node Card Port: lI-2 Node Card Port: [~
R = 5.78 mOhms R = 4.95 mOhms R = 2.36 mOhms R = 0.636 mOhms R = 0.729 mOhms
(NOT TO SCALE) (NOT TO SCALE) (NOT TO SCALE) (NOT TO SCALE) (NOT TO SCALE)
Toldo Box for Digital Readback Toldo Box for Digital Readback
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