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Minutes of the RHIC Experiment Safety Subcommittee meeting

March 31, 1999
Subject:
The BRAHMS 2 o’clock ODH/flammable gas sensor in the trench.

Present:
D. Beavis, A. Etkin, J. Levesque, Y. Makdisi, S. Musolino.

Currently the 2 o’clock area has an ODH sensor installed in the trench. It is coded in the PASS State Tables to activate the sonalerts in the three adjacent units. The trench ODH sensor is also programmed to activate the IR Hall fans.  The fans will not shut off until the condition is cleared in the trench.  The ODH sensor will be replaced, at a later date, with a Flammable Gas Detector.  

Since the trench is being sealed to prevent flammable gases from accumulating, there is little chance for air exchanges between the trench and the 2 o’clock hall and the ventilation fans are rendered incapable of clearing the trench.

It was decided that the sensor in the trench should only alarm and activate its own sonalert but not activate the ventilation fans. A special procedure will be required to access the trench under these conditions.
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