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to:

C-A Experimental Safety Review Committee (ESRC)

from:

Yousef Makdisi

subject:
Action items from Annual walk through of PHENIX for the FY’03 run

The following are the action items. All are post-start as they do not impede introduction of beam into the IR.

Rack Room: Remove Excess cardboard as a fire hazard.

Rack Room: Fix the automatic retraction to assure Fire door closer

Rack Room: Clean cabinet tops and excess junk

Rack Room: Update laser list at laser room

Rack Room: Add Plastic guards on LV busses in racks

Rack Room: Label Voltages on racks in and out

IR: Cover open spot in floor near the plug door. 

IR: Cover the electrical junction box on the West concrete wall

IR: Cover the unistrut protrusions on the South MuID

IR: Mark steps up to higher levels on platforms (BLUE)

IR: Lifting hoist on inspection schedule Hynan,

IR: Correct the steps height leading to the labyrinth 

IR Add Emergency exit sign in the labyrinith and lighting.

IR: Add exit door sign on the labyrinth door.

By rollup door in yard: Properly store LP gas for forklift

Gas Mixing House: Hang the fire extinguisher
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