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In the DAQ room:

1. Reposition the UPS equipment that is blocking access to the electric disconnect panel.

2. Remove the cable reel.

3. In PRR 1.5 cover the exposed 24-volt current terminals.

In the IR:
1. In rack ECS 13 replace the back cover on the low voltage power supply.

2. Label or remove the excess low voltage wires on the MUTR S magnet.

3. Extend the flooring on the second tier of the East Carriage.

The gas pad area 

General clean up.

In the gas mixing house

1. Label the xenon supply lines

2. Install the side covers on the TEC gas rack.
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