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December 21, 2006


to:

C-A Experimental Safety Review Committee (ESRC)

from:

Yousef Makdisi

subject:
Minutes of the Annual Walkthrough of PHENIX  for the FY’07 run

Present:W. Christie; A. Etkin; P. Cirnigliaro, Y. Makdisi, C. Pearson, P. Sampson, 

J. Scott, M. VanEssendelft

P. Giannotti, J. Haggerty, D. Lynch, E. O’Brien, R. Pisani, C. Woody
In the DAQ room:

1. Return the laser keys to a locked box when not in use.

In the IR:
1. Inspect and label with the load limit the equipment lift on the East Carriage. Also affix a “no personnel” label. 
2. Cover the high current leads in the HBD rack.
3. Add PPE stickers on the circuit breaker and the disconnect switch on the Bridge platform.

4. Add covers over on the South East A/C unit.
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