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Date:

May 19, 2000

To:

D. Lowenstein

From:

Neville W. Williams

Subject:
Readiness of PASS for the Operation of the PHENIX Flammable Gas Detection System


The PASS Flammable Gas Detection System in the 8 o’clock IR region, for the PHENIX experiment, has undergone and passed both Acceptance testing and the Roll-up testing.  The completed test results are on file in my office. 

I therefore recommend that the PHENIX experiment be given permission to introduce flammable gas in their detector for testing.

Approval: ___________________________
Date: ________________

CC:
A. Etkins


E. Lessard


Y. Makdisi

A. McNerney


W. MacKay


S. Ozaki


J. Pile


T. Roser


J. Sandberg
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