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date:

November 13, 2007


to:

Derek Lowenstein

from:

Yousef Makdisi (on behalf of the Experiment Safety Review Committee)

subject:
Recommendation for approval to introduce flammable gas into the PHENIX Detector. 

The PHENIX detector was subjected to an annual ESRC review on October 31, 2007. The Walkthrough on November 7, 2007. There were no prestart action items to close. The Pink sheeting of all the electronics racks was completed by PHENIX prior to the Blue Sheeting and the latter was completed and signed off on November 9, 2007. The PASS flammable gas detectors and IR ventilation fans have been certified on November 11, 2007. The crane is locked out and a shift schedule is in place.
With this, approval is requested to introduce flammable gases into the PHENIX detector systems.
All relevant documentation is in the C-AD Experiment Safety Review Committee files.
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Approved: ___________________
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