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In the RHIC Tunnel:

1. All racks and stands must be checked for grounds or bonding.

2. University of Rochester patch panels require grounds.

3. UPS and isolation transformer rack requires ground.

Counting House:

Control room:

1. Remove items from the top of gray storage cabinets.

2. Remove excess computer equipment (monitors, keyboards) from counting house.

Conference room: 

1. Blackboard is falling off wall, repair.

2. Housekeeping required, many empty cardboard boxes, equipment, and tools 

laying about. 

Rack room: 

1. VME crate has access to exposed high current area. Cover required. 
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