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ESRC Walk through Check-Off List for STAR at the 6 o’clock IR in RHIC.  

PRIVATE 
Checklist Item #
Initial
Title *
Description Of Check-Off List Item


Priority

CK-STAR-03-01

ESRC
All relevant ESRC action items closed.
Prior to start 

CK-STAR-03-02

LE
Power Supply Room: Remove or relocate the stored "Power Dist. Box" on the North East Wall 
Post Start 

CK-STAR-03-03

LE
The front panel connector on the PTT West Power Supply Enclosure has a piece of Duct tape over it labeled "Bad". The Power Supply group should resolve the problem
Post Start

CK-STAR-03-04

LE
The Water Systems group put the sheet metal cover back on the heat exchanger in the South West corner of the room.
Post Start

CK-STAR-03-05

LE
Add a storage cabinet for the Water Systems group to store misc. parts and materials.
Post Start

CK-STAR-03-06

LE
Electrical Equipment Room: Move wood easels away from the present location, where they obstruct access to a Power switch.
Post Start

CK-STAR-03-07

LE
Water Pump Room: The Water Systems group to fix the water leak that drips on the West side of the Magnet Heat Exchanger.
Post Start

CK-STAR-03-08

EC
Gas Mixing Room: Check on date of last "swipe test" of relevant radioactive source 

in source safe.
Post Start

CK-STAR-03-09

LE
Gas Pad Area: Install appropriate lighting in the gas pad area.
Pre Start

CK-STAR-03-10

EC
One cylinder is improperly stored. Remove regulator and place a cap on the cylinder.
Post Start

CK-STAR-03-11

EC
Clean Room: Disconnect cables from HV supply when cables are not in use.
Post Start

CK-STAR-03-12

LE
South Platform, 1st level. Label Fire extinguisher.
Prior to Start

CK-STAR-03-13

EC
Provide additional cover over the AC and DC connections in the second TOF rack (Rack 1B2) commercial power Supply.
Prior to Start

CK-STAR-03-14

EC
FPD Electronics Rack: Fix SHV connector on one of the HV cables at the back of the rack.
Prior to Start

CK-STAR-03-15

EC
South Platform, 3rd level: Replace existing sign which indicates "Authorized Personnel 

Only" with "No more than three people allowed on Bridge at one time".
Prior to start

CK-STAR-03-16

EC
North Platform, 3rd level: Place buss cover on power bridge.
Prior to start

CK-STAR-03-17

EC
WAH: Gas cylinder incorrectly stored in SE corner. Removed regulator and place cap on cylinder. Cylinder should be stored out on the 

gas pad if not in use.
Prior to start

CK-STAR-03-18

EC
WAH: Investigate options for rewiring IFC blower to get away from what appears to be "Temporary Power hookups"
Prior to start 

CK-STAR-03-19

EC
WAH: Connect ground strap to frame that holds IFC blower.
Prior to start

CK-STAR-03-20

LE
WAH: Label the Fire Extinguisher in NW corner.
Prior to start

CK-STAR-03-21

LE
Utility Area outside of Control Room: Replace plastic that protects Fire panels from water leaks with Herculite.
Prior to start

CK-STAR-03-22

EC
DAQ Room: Remove "Daisy-chained" extensions cords from back of Network Rack.
Prior to start

CK-STAR-03-23

EC
Control Room: Construct Glass case, shelf, or some other arrangement for "First RHIC Collisions" Memorial Champagne bottles.
Post start

CK-STAR-03-24

EC
Control Room: Unblock and label the Fire Extinguisher on the North wall of room.
Post start

CK-STAR-03-25

MCRGL
Check off list is complete
Prior to start

*ESRC – Experiment Safety Review Committee, Yousef Makdisi
 LE – Liaison Engineer, Al Pendzick

 LP – Liaison Physicist, Wuzheng Meng

 EC- Experiment coordinator, William Christie or Ralph Brown

 MCRGL- Main Control Room Group Leader, Peter Ingrassia

















