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Minutes of the RHIC Experiment Safety Committee

October 15, 1998

Reported by W. Christie

Subject:
Pre installation walkthrough the STARE DAQ racks: October 15, 1998
Present:
W. Christie, R.L. Brown, W. Edwards, A. Etkin, J. LeVeaque, Y. Makdisi, B. Miller, 

T. Monahan, 

Comments collected from attendees pertaining to racks:

· Check that all trays under the computer floor are bonded and grounded.

· Document where the ground grid is connected to ground.

· Check the exact bonding and grounding scheme for the racks themselves.

General comments from attendees:

· Affix all power strips to the floor (e.g. use double backed tape).

· The quad electrical boxes, on the floor and on the end of flexible cables, are not appropriate. Suggested that panduit be run along the wall in the DAQ room, under the window to the Control room, with many power outlets.

· We eventually will need signs on the doors to the DAQ room which clearly specify the location of the AC circuit breakers for the DAQ room.

· It was suggested that yellow and black stripped tape be placed on the leading edge of the stairs leading into the DAQ room from the outside entrance.

cc:
L. DeBobes

D. Lowenstein

T. Ludlam

M. Murtagh

S. Ozaki

File

